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36. Where mirrors are provided, detail at least one per the following: 

 If provided above accessible lavatories or countertops, installed with bottom edges of reflecting surfaces maximum 40 inches 
above finished floor 

 If provided at other locations, at least one mirror installed with bottom edge of reflecting surface maximum 35 inches above the 
floor 

CBC 11B-213.3.5 and CBC 11B-603.3 
 
37. Detail any baby changing tables per the following: 

 Located on accessible route 
 Shall not be located within an accessible toilet compartment in a multi-accommodation toilet facility 
 Baby changing table in deployed position shall not obstruct the required width of an accessible route 

Exception: Protrusion within CBC 11B-307.2 limits 
 Dimension table top at minimum 28 inches and maximum 34 inches above finished floor 
 Dimension minimum 30-inch-by-48-inch clear floor space positioned for forward approach 
 Detail and dimension knee/toe clearance complying with the following: 

o Minimum 27-inches high 
o Minimum 30-inches wide 
o Minimum 19-inches deep 

 All operable parts within CBC 308 reach ranges 
 Operable with maximum 5 pounds of force 
 Operable with one hand and without tight grasping, pinching, or twisting of wrist 

CBC 11B-226.4, CBC 11B-308, CBC 11B-309, and CBC 11B-902 
 
38. Where coat hooks or shelves are provided, at least one of each type shall be located serving accessible toilets or toilet 

compartments per the following: 
 Coat hooks maximum 48 inches above finished floor 
 Shelves minimum 40 inches and maximum 48 inches above finished floor 

CBC 11B-213.3, CBC 11B-308, CBC 11B-603.4, and CBC 11B-604.8.3 
 
39. If any medicine cabinets are provided, detail at least one medicine cabinet on accessible route with usable shelf maximum 44 

inches above finished floor 
CBC 11B-603.4 

 
SIGNAGE 
 
40. Detail signage complying with the following at entrances to men’s toilet facilities and coordinate with signage schedule: 

 Equilateral triangle symbol with vertex pointing upward 
 Edges 12-inches long 
 1/4-inch thick 
 Specify colors of triangle symbol and background such that symbol contrasts with background, either light on dark background 

or dark on light background 
CBC 11B-703.7.2.6.1 

 
 

41. Detail signage complying with the following at entrances to women’s toilet facilities and coordinate with signage schedule: 
 Circle symbol 
 12-inch diameter 
 1/4-inch thick 
 Specify colors of circle symbol and background such that symbol contrasts with background, either light on dark background or 

dark on light background 
CBC 11B-703.7.2.6.2 

 
42. Detail signage complying with the following at entrances to unisex toilet facilities and coordinate with signage schedule: 

 Triangle symbol superimposed on and within 12-inch-diameter circle symbol 
 1/4-inch thick  
 Specify colors of triangle and circle symbols such that triangle contrasts with circle, either light on dark background or dark on 

light background 
 Specify color of background such that circle symbol contrasts with background, either light on dark background or dark on light 

background 
CBC 11B-703.7.2.6.3 

 
43. Specify the following for any signs specified per items 40 through 42: 

 Mounted with centerline minimum 58 inches and maximum 60 inches above finished floor 
 Where a door is provided, mounted within 1 inch of vertical centerline of door 
 Rounded, chamfered, or eased edges with minimum 1/8-inch radius 

CBC 11B-703.7.2.6 
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